Data Kasey Building: Floor: 17 Date 07/13/04
Collected Ingram Sampled:
By:
PERIOD 1 PERIOD
I
Sample Site Elevator Room Room Room Room Room Room Room Elevator Room Room Room Room Room Room Room
Lobby 17466 17415 17406 17365 17323 17323 17250 Lobby 17466 17415 17406 17365 17323 17323 17250
Time 11:22 11:24 11:26 11:28 11:30 11:32 11:35 11:39 03:04 03:09 03:10 03:13 03:15 03:21 03:22 03:23
Temperature 76.5 | 76.1 75.6 73.6 74.7 | 72.9 | 72.9 74.3 77.2 75.9 74.5 73.0 75.4 71.4 71.8 72.9
Relative 49.8 48.9 48.7 50.8 52.4 51.9 52.6 52.9 48.0 47.9 48.4 50.0 50.5 52.7 53.3 53.3
Humidity
Carbon 745 781|754 720 768 705 713 735 804 795 775 769 802 777 779 770
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample # | MEA-2-17-| MEA-2-| MEA-2- | MEA-2-
01 17-02 17-03 | 17-04
Results in 12 12 12 12
CFU/m3
Notes
Data Kasey Building: Floor: 18 Date 07/13/04
Collected Ingram Sampled:
By:
PERIOD 1
Sample Site Room Room Room Room Room Room Room Elevator Room Room Room Room Room Room Room Elevator
18323 18323 18324 18344 18378 365 18311 Lobby 18323 18323 18324 18344 18378 18365 18311 Lobby
Time 11:02 11:04 11:05 11:06 11:08 11:10 11:13 11:15 03:26 03:29 03:32 03:33 03:35 03:37 03:39 03:41
Temperature | 76.1 | 75.9 | 75.7 | 75.7 | 75.2 | 75.2 | 74.7 | 76.5 | 76.5 | 76.3 | 75.7 | 76.3 | 74.8 | 76.1 | 75.9 | 76.8 |
Relative 47.6 47.9 47.4 46.8 47.6 48.0 48.8 50.6 48.7 47.9 49.1 47.4 48.5 47.8 50.0 49.6
Humidity
Carbon 711 718 747 738 791 744 760 690 919 881 905 900 914 891 815 848
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample # | MEA-2-18-| MEA-2-( MEA-2-| MEA-2-
01 18-02 18-03 | 18-04
Results in 12 12 12 12
CFU/m3

Notes
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